SECTION 12 46 19 – MESSAGE BOARDS/CLOCKS

PART 1: GENERAL

1.01 Scope of Standard

A. This standard provides general guidance concerning the specific preferences of Texas State University for a Master Message Board/Clock System.

B. Texas State University recognizes that project conditions and requirements vary, thus precluding the absolute adherence to the items identified herein in all cases. However, unless there is adequate written justification, it is expected that these guidelines will govern the design and specifications for Texas State University projects.

C. A message board/clock is to be provided for each new classroom and seminar room (all teaching rooms). Texas State University’s communication department furnishes and installs these message boards/clocks.

PART 2: PRODUCTS

2.01 Electrical Outlet:

A. Provide a single, recessed wall receptacle, mounted horizontally, 18” below finished ceiling, on the wall, opposite from the teaching lecture wall.

B. Outlet Manufacturer: Leviton #688, or equal.

PART 3: EXECUTION (NOT USED)

END OF SECTION 12 46 19